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NOTES

1. CONTRACTOR TO DEMO LIGHT FIXTURES (TYP 9 PLACES,

3/4” CONDUIT., BOXES. SUPPORTS AND CONDUCTORS BACK TO SOURCE PANEL
C3-1A-2 AND LIGHTING CONTACTOR LOCATED IN UTILITY CHASE. CONTROL
WING HALLWAY (ACROSS FROM LIGHTING).

D AND C ROOF) AND

2. CONTRACTOR TO DEMO AIR TERMINALS AND BASES. CONTRACTOR REMOVE EXISTING
MAIN AND SECONDARY LIGHTNING CONDUCTORS AND SUPPORTS ON CONTROL
WING ONLY. COORDINATE WITH ARCHITECTURAL DRAWINGS FOR ROOF REPLACEMENT
LOCATIONS.

3. CONTRACTOR TO DEMO 3/4” CONDUIT, 5 RECEPTACLES., 2 ELECTRICAL BOXES

ON ROOF B—1 AND B-2 (TO LIGHT FIXTURES C-RL-21,22,23), EXISTING 3
LIGHT FIXTURES C-RL-21,22,23 TO REMAIN.

LEGEND

SECURITY FLOOD LIGHT AND
374" RGS CONDUIT

LIGHTNING AIR TERMINAL
AND MAIN CONDUCTOR

ROOF DRAIN
DOWN CONDUCTOR

VERTICAL RUN - MAIN CONDUCTOR
ROOF LIGHTS

LIGHTNING CONNECTOR

EXISTING TO REMAIN

NEW WORK - DEMO

ELECTRIC J-BOX

CUT EXISTING LIGHTNING CONDUCTOR

EXISTING PANEL: C3-1A-2 YOLIASE: 2087120V
MAIN BREAKER - BOTTOM FEED LocATION: JIALATY CHASE oy
BREAKER |CKT BUS CKT [ BREAKER

FUNCTION  Tooe[aw | ND | CONN NO [aw [pore| FUNCTION
C'RL'9’10’“112'13 1 20 1 A ﬁ B C ~ 2 20 1 C—RL"24,25
C-RL-204+21:22,23 1 420 3 1 — e 4 20 1 C-RL-5,7,8,30
UNKNOWN 1 21_ 5 —_-N\ S\ 6 20 1 C'RL"1 02s3v6
UNKNOWN 1 J20] 7 | _~ ~ | 8 [20] 1 [C-RC-14,15,28.29
UNKNOWN 1120 9 | _~ ~ |10 [20] 1 [CRL-4,31,32
UNKNOWN 1201 | _~ ~ | 12 [ 20 ] 1 [C-RL-16,17.18,19
SPARE 1 (2013 | A~ ~_ | 14 [20 ] 1 [SPARE
SPARE 1 12015 | A ~ | 16 [20 [ 1 [SPARE
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